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EXIST. EXISTING MAIN EXIST.
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==
NEW MAIN SECTION
COMPACT AGGREGATE

TO SUPPORT PIPE
D.l. D.I.
MEGALUG
SLEEVE (TYPICAL) 45° BENDS TO BE SLEEVE
RESTRAINED (TYP.)
NOTE:
1. ALL PIPE TO CONFORM TO AWWA C151 CLASS 52.
2. ALL FITTINGS AND JOINTS TO BE MECHANICALLY
RESTRAINED.
3. TO MINIMIZE WATER SHUT OFF TIME, PRE—FABRICATE ADJUSTMENT
SECTION PRIOR TO WATER SHUT OFF.
4, DISINFECT ADJUSTMENT SECTIONS PRIOR TO CONNECTION TO
EXISTING WATER MAIN.
5. THIS DETAIL NOT TO BE USED FOR SANITARY SEWER CROSSINGS.
WATER MAIN | Soneerne | 21 0™
* DEPARTMENT 414
1924 COUNCIL STREET
FOREST ADJUSTMENT SCALE
FOREST GROVE, OR 97116 NONE
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